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32x32x950mm high steel square
pipe Balustrades with 50x50mm
square pipe Handrail

150mm thick, 2,100mm high rendered in 25mm
sand cement plaster with 9mmx200mmx300mm
ceramic wall tiles

450x450x50mm thick, pavin slab appron

Armitage shanks, andria eastern wash down
wc pan vitreous china cataloge no. 1605 5000

concrete step

Armitage shank, spey sluice
suite,bedpan and bottle sluice
suite, cataloge no. 37010JP

stainless steel finish,
Emergency shower
and eye wash suite

Armitage shank, html64
partman washbasin large
catalogue no. 117933u

750x550x200mm deep, chemical
resistant ceramic lab sink

Single drainer stainless
steel kitchen sink

900x900mm shower trough
finished with tiles

Armitage shank disable
toilet in blue book catalogue
on pg. No. 18:3:4 with vertical
& horizontal support rail

Armitage shank, html64
partman washbasin large
catalogue no. 117933u

750x550x200mm deep, chemical
resistant ceramic lab sink

Fume hood NuAire
(Aireguard 201)

Biosafety cabinet by
NuAire class II
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opening
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opening

4mm high performance self - level epoxy
floor coating with 150mm min up wall
on 40mm cement sand backing F.F

4mm high performance self -
level epoxy floor coating with
150mm min up wall

450x450x9mm Porcelain Tiles
with epoxy grouting F.F

450x450x9mm
Porcelain Tiles
with epoxy
grouting F.F

450x450x9mm Porcelain
Tiles with epoxy
grouting F.F

450x450x9mm Porcelain Tiles
with epoxy grouting F.F
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GROUND FLOOR PLAN

450x450x9mm
Porcelain Tiles F.F

DOOR & WINDOW SCHEDULE

NO. WIDTH HEIGHT TOTAL

D1

D2

D3

D4

D5

D6

1,000mm 2,500mm 10

800mm 2,500mm 3

1,800mm 2,500mm 1

1,500mm 2,500mm 8

800mm 2,100mm 4

3,000mm 2,500mm 1

D7 1,000mm 2,500mm 1

W1 1,600mm 1,500mm 18

W2 2,400mm 1,500mm 3

W3 1,200mm 1,500mm 4

W4 1,200mm 750mm 7

TOTAL FLOOR AREA = 408 SQM

450x450x9mm
Porcelain Tiles F.F

450x450x9mm
Porcelain Tiles F.F

450x450x9mm
Porcelain Tiles F.F

450x450x9mm
Porcelain Tiles F.F

450x450x9mm Porcelain Tiles
with epoxy grouting F.F

450x450x9mm Porcelain Tiles
with epoxy grouting F.F450x450x9mm

Porcelain Tiles F.F

F F F F F

4mm high performance self - level epoxy
floor coating with 150mm min up wall
on 40mm cement sand backing F.F
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25°

25°

25x250mm fascia

50x100mm wall plate

4mm high performance self -
level epoxy floor coating with
150mm min up wall

10mm thick Non Slip Porcelain
floor tiles on 50mm sand -cement
backing

9mm thick fiber
cement board

9mm thick fiber
cement board

125mm Diameter
Half round uPVC
Roof Gutter

75mm uPVC
Down Pipe

10mm thick Non Slip Porcelain
floor tiles on 40mm sand -cement
backing

75mm diameter uPVC
down pipe complete with
Downspout offset, Downspout
Hanger and elbow shoe

230mm wall, rendered in 25mm
sand cement plaster painted with
3 coat weather guard paint

32x32x950mm high steel square
pipe Balustrades with 50x50mm
square pipe Handrail

4mm high performance self - level epoxy
floor coating with 150mm min up wall as
per DULUX A351 or equivalent with base,
converter and filler on 40mm cement
sand backing F.F

4mm high performance self -
level epoxy floor coating with
150mm min up wall
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CHEMISTRY/
SEROLOGY
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ShowerBULK STORE

450x450mm Non slip porcelain floor tiles
100mm thick Over site concrete (1:3:6)

150mm thick well compacted hardcore

Selected well compacted back fill

Damp proof Membrane (DPM)

50mm thick Blinding layer

28G Resincoated Aluzinc Sheets

50x100mm Pressure Impregnated Soft wood Wall Plate

50x100mm Pressure Impregnated Soft wood Rafter

9mm Gypsum board ceiling finish
50x50mm Pressure Impregnated Soft wood ceiling joists Brandering

50x75mm Pressure Impregnated Soft wood Roof Purlin

28G Resincoated Aluzinc Sheets

50x100mm Treated Soft wood Wall Plate

50x100mm Treated Soft wood Rafter

9mm Gypsum board ceiling finish

50x50mm Treated Soft wood ceiling joists Brandering

50x75mm Treated Soft wood Roof Purlin

450x450x9mm Non slip porcelain floor tiles
100mm thick Over site concrete (1:3:6)

150mm thick well compacted hardcore

Selected well compacted back fill

Damp proof Membrane (DPM)

50mm thick Blinding layer
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painted in weather guard paint
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framed glazing
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28G Resincoated Aluzinc Sheets

125mm Diameter Half round
uPVC Roof Gutter
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32x32x950mm high steel square
pipe Balustrades with 50x50mm
square pipe Handrail
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125mm Half round uPVC
Roof gutter

75mm diameter uPVC
down pipe complete with
Downspout offset, Downspout
Hanger and elbow shoe
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