
IAS

 E/101
CHECKED BY;

DRAWING TITLE

DRAWN BY;

PROJECT NO.

EEC

CLIENT

PROPOSED STANDARD DRAWINGS FOR  DISTRICT
COUNCILS OFFICE  IN TANZANIA

PROJECT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

President Office, Regional Administration and
Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma. DATE MARCH,2020 SCALE   1;100

OFISI YA MKURUGENZI KATIBU MHUTASI

WAITING

COMMITEE CLERKCCTV ROOM/SERVER ROOMMKUU WA IDARA

UTUMISHI
KATIBU MHUTASI

3N
O 

AC
CO

UN
TA

NT
S

MWEKA HAZINA

STRONG ROOM

MTUNZA FEDHA (CASHIER)

(CASHIER)

EP
IC

OR

AC
CO

UN
TA

NT
 R

EV
EN

UE

WAITING

ST
OO

 Y
A 

NY
AR

AK
A

MWENYEKITI WA

HALMASHAURI

MKUU WA IDARA
MIFUGO NA UVUVI

MA
AF

IS
A 

MI
FU

GO
NA

 U
VU

VI
 3

NO
MK

UU
 W

A 
ID

AR
A

YA
 M

AE
ND

EL
EO

 Y
A 

JA
MI

I
KA

TI
BU

 M
HT

AS
I

CHUMBA CHA MIKUTANO

MAAFISA UNUNUZI 4NO.
MKUU WA KITENGO
CHA UNUNUZI

ST
OO

 Y
A 

UN
UN

UZ
I

AFISA BIASHARA

KI
TE

NG
O 

CH
A 

UC
HA

GU
ZI

MAPOKEZI

MKUU WA IDARA YA USAFI WA

MAZINGIRA.

MAAFISA IDARA USAFI WA

MAZINGIRA- 4Na.

ST
OO

 Y
A 

UC
HA

GU
ZI

TEA PANTRY

DISABLED

WAITING AREA

ENTRANCE VERANDAH

WAITING

DUCT

REAR VERANDAH

REAR VERANDAH

MA
AF

IS
A 

MA
EN

DE
LE

O

YA
 J

AM
II

X2

X2

X2

X
2

X
2

 D1

W1

W1

W1

W1 W1

W1W1W1W1

W1

W1
W1

LOBBY
WC

STRONG
ROOM

DISABLED

W1

perforated block

perforated block

1

2

3

UP

4

5

6

7

8

9

10
12

13

14

15

16

17

18

19

20

21

1

2

3

UP

4

5

6

7

8

9

10

12

13

14

15

16

17

18

19

20

21

11

1

2

3

4

UP

1234
UP

4321
UP

PASSAGE

PASSAGE

PASSAGE

RAMP

RAMP

±0.600

±1.300

500mm wide channel covered
with grating/concrete slab

500mm wide channel covered
with grating/concrete slab

500mm wide channel covered
with grating/concrete slab

500mm wide channel covered
with grating/concrete slab

500mm wide channel covered
with grating/concrete slab

500mm wide channel covered
with grating/concrete slab

5
0
0
m

m
 w

id
e ch

a
n
n
e
l co

ve
re

d
w

ith
 g

ra
tin

g
/co

n
cre

te
 sla

b

5
0
0
m

m
 w

id
e ch

a
n
n
e
l co

ve
re

d
w

ith
 g

ra
tin

g
/co

n
cre

te
 sla

b

500mm wide channel covered
with grating/concrete slab

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

100mmØ Rain water
down pipeGENTS

LADIES

GENTS

LADIES

DUCT

COURTYARD AREA

11

1

2

3

UP

4

5

6

7

8

9

10
12

13

14

15

16

17

18

19

20

21

11

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

PASSAGE

PA
SS

AG
E

PASSAGE

X
2

X2X2

2

2

2

2

2

2

2 22 2 2

2
2

2

2

2

2

2
2

2
2

2

2

2

4

2

2

2
2

2 2 2 2 2 2

3 3

2

3

2

22

22

22

22

22

22

22

22

AC

AC

AC

AC

AC

AC

AC

2

2

22

22

DB-B

DB-A

s

s

s
sssssss

s
s

s s

s

s

s

s

s

s

s

s

s

s

ss
s

s

s

s

s

s

s

s

s

s

s

s

s

s

ELECTRICAL PLAN
GROUND FLOOR

2

s

2

WC

UTILITY

KA
TI

BU
 M

UH
TA

SI

MASIJALA YA SIRI

MAAFISA UTUMISHI 3NO

MKUU WA KITENGO CHA TEHAMA

ICT OFFICER

WAITING

AFISA BIASHARA



0
.2

5
3

1
.5

4
0

3
.3

0
0

IAS

 E/102
CHECKED BY;

DRAWING TITLE

DRAWN BY;

PROJECT NO.

EEC

CLIENT

PROPOSED STANDARD DRAWINGS FOR  DISTRICT
COUNCILS OFFICE  IN TANZANIA

PROJECT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

President Office, Regional Administration and
Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma. DATE MARCH,2020 SCALE   1;100

AF
IS

A 
EL

IM
U 

TA
AL

UM
A 

- M
SI

NG
I

SL
O 

- M
SI

NG
I

KATIBU MHTASI

W
AH

AN
DI

SI
 3

MKUU WA IDARA YA UJENZI

OFISI YA MASJALA
BAYANA

MASJALA BAYANA

SEHEMU YA
KUSUBIRI

MKUU WA
IDARA YA AFYA

IDARA YA AFYA SOCIAL

WELFARE

TE
CH

NI
CI

AN
S 

2

ST
OR

E 
YA

 M
IT

IH
AN

IKA
TI

BU
 M

UH
TA

SI

MA
AF

IS
A 

EL
IM

U-
2N

O

MK
UU

 W
A 

ID
AR

A
EL

IM
U 

YA
 S

EK
ON

DA
RI

KA
TI

BU
 M

UH
TA

SI

MK
UU

 W
A 

ID
AR

A
EL

IM
U 

YA
 M

SI
NG

I

UKUMBI WA MIKUTANO

MKUU IDARA YA MALIASILI

KA
TI

BU
 M

UH
TA

SI

MAAFISA
WANYAMAPORI-4NO. NA AFISA NYUKI 1NO

ST
RO

NG
 R

OO
M

MA
LI

AS
IL

I

W
AK

AG
UZ

I W
A 

ND
AN

I 3
NO

MK
UU

 W
A 

KI
TE

NG
O

CH
A 

UK
AG

UZ
I

AF
IS

A 
MA

LI
AS

IL
II

KATIBU
MUHTASI

MKUU IDARA
YA KILIMO

MAAFISA USHIRIKA 1NO, AFISA

UMWAGILIAJI 1NO

MAAFISA KILIMO 1NO,AFISA

MBOGAMBOGA NA

MATUMNDA INO.

MKUU WA KITENGO
CHA SHERIA.

WANASHERIA
WASAIDIZI 2NO.

MAAFISA MIPANGO MIJIF
OFISI YA MIRADI

W1

perforated block

perforated block

perforated block perforated block

2

3

4

5

6

7

8

9

10
12

13

14

15

16

17

18

19

20

21

11

PASSAGE

PASSAGE

PASSAGE

PASSAGE

RAMP

RAMP

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

±2.250

ROOF SLAB ROOF SLAB

ROOF SLAB

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

DUCT

GENTS

LADIES

DUCT

GENTS

LADIES

COURTYARD AREA

2

3

4

5

6

7

8

9

10

12

13

14

15

16

17

18

19

20

21

11

2

3

4

5

6

7

8

9

10

12

13

14

15

16

17

18

19

20

21

11

±2.250

100mmØ Rain water
down pipe

100mmØ Rain water
down pipe

X
2

2

2 2 2 2 2 2 2

2
2

2
2

2

2 2 2 2 2

2

2
2

2
2

2

2

AC

AC

AC AC AC

AC

AC

MKUU WA IDARA MIPANG

TAKIMU NA UFUATILIAJI

2

3

3

2

2
2

2

3
3

3

3

2222

2

22

22

2
2

2
2

DB-C

DB-D

KATIB U M
UHTASI

ss s s s
s

s

s

s

s

s

s

s

s

s

s

s

s

s

s

s s s s
s

s

s

s

s

s

ELECTRICAL PLAN
FIRST FLOOR

AC

AC

AC

AC

MAAFISA MIPANGO

2

2



IAS

 E/103
CHECKED BY;

DRAWING TITLE

DRAWN BY;

PROJECT NO.

EEC

CLIENT

PROPOSED STANDARD DRAWINGS FOR  DISTRICT
COUNCILS OFFICE  IN TANZANIA

PROJECT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

President Office, Regional Administration and
Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma. DATE MARCH,2020 SCALE   1;100

TOTAL CONNECTED LOAD(UNDIVERSIFIED)  -

4 CORE 25 mm    PVC/SWA/CU2

TPN RCD

100A/300mA

13

10

9

11

6

8

7

5

BR Y N

10A
1

2

4

3

B

-  -

  -

R Y

GROUND FLOOR DISTRIBUTION BOARD (DB-A)

PVC / Cu
1 x 6

e.c.c

 -

-

-  -

  -  -

-  -

32A

10A

10A

10A

3 x 1.5  PVC/Cu

6 WAY TPN DISTRIBUTION BOARD WITH

100A/300mA TPN INTEGRAL RCD INCOMER AND
OUTGOING MCBs

06 LIGHT POINTS  (A-L2)3 x 1.5  PVC/Cu

06 LIGHT POINTS (A-L3)3 x 1.5  PVC/Cu

-  -

  -  -

-  -

-  -

  -  -

-  -

06 LIGHT POINTS  (A-L1)

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(A-L12)

10A

10A

10A

10A

10A

10A

32A

32A

32A

20A

20A

20A

20A

14

15

16

17

18

12

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(A-L13)

06LIGHT POINTS (A-L4)3 x 1.5  PVC/Cu

06 LIGHT POINTS (A-L5)3 x 1.5  PVC/Cu

06 LIGHT POINTS (A-L6)3 x 1.5  PVC/Cu

06 LIGHT POINTS (A-L7)3 x 1.5  PVC/Cu

10 FANS (A-L8)3 x 1.5  PVC/Cu

10 FANS (A-L9)3 x 1.5  PVC/Cu

01COOKER CONTROL UNIT  (A-L10)3 x 1.5  PVC/Cu

06 LIGHT POINTS (A-L11)3 x 1.5  PVC/Cu

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(A-L14)

Spare

 Air condition BTU 18000 (A-L15)

 Air condition BTU 18000 (A-L16)

 Air condition BTU 18000 (A-L17)

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

216

216

216

216

216

216

216

216

400

400

2000

4800

4800

4800

1500

1500

1500

7564 7132 8732

23428
100mmØ Rain water
down pipe

TOTAL CONNECTED LOAD(UNDIVERSIFIED)  -

4 CORE 25 mm    PVC/SWA/CU2

TPN RCD

100A/300mA

13

10

9

11

6

8

7

5

BR Y N

10A
1

2

4

3

B

-  -

  -

R Y

GROUND FLOOR DISTRIBUTION BOARD (DB-B)

PVC / Cu
1 x 6

e.c.c

 -

-  -

-  -

  -  -

-  -

32A

10A

10A

10A

3 x 1.5  PVC/Cu

6 WAY TPN DISTRIBUTION BOARD WITH
100A/300mA TPN INTEGRAL RCD INCOMER AND

OUTGOING MCBs

06 LIGHT POINTS  (B-L2)3 x 1.5  PVC/Cu

06 LIGHT POINTS (B-L3)3 x 1.5  PVC/Cu

-  -

  -  -

-  -

-  -

  -  -

-  -

06 LIGHT POINTS  (B-L1)

3 x 2.5  PVC/Cu  13A, 11 S/SOCKETS: RADIAL(B-L12)

10A

10A

10A

10A

10A

10A

32A

32A

32A

20A

20A

20A

20A

14

15

16

17

18

12

3 x 2.5  PVC/Cu  13A, 12 S/SOCKETS: RADIAL(B-L13)

06LIGHT POINTS (B-L4)3 x 1.5  PVC/Cu

06 LIGHT POINTS (B-L5)3 x 1.5  PVC/Cu

06 LIGHT POINTS (B-L6)3 x 1.5  PVC/Cu

06 LIGHT POINTS (B-L7)3 x 1.5  PVC/Cu

10 FANS (B-L8)3 x 1.5  PVC/Cu

8 FANS (B-L9)3 x 1.5  PVC/Cu

08 LIGHT POINTS(B-L10)3 x 1.5  PVC/Cu

08 LIGHT POINTS (B-L11)3 x 1.5  PVC/Cu

3 x 2.5  PVC/Cu  13A, 12 S/SOCKETS: RADIAL(B-L14)

Spare

 Air condition BTU 18000 (B-L15)

 Air condition BTU 18000 (B-L16)

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

              Spare

216

216

216

216

216

216

400

320

288

288

4800

1500

1500

7236 5920 7052

216

4800

4800

20208

ELECTRICAL DISTRIBUTION BOARD A&B



IAS

 E/104
CHECKED BY;

DRAWING TITLE

DRAWN BY;

PROJECT NO.

EEC

CLIENT

PROPOSED STANDARD DRAWINGS FOR  DISTRICT
COUNCILS OFFICE  IN TANZANIA

PROJECT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

President Office, Regional Administration and
Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma. DATE MARCH,2020 SCALE   1;100

TOTAL CONNECTED LOAD(UNDIVERSIFIED)  -

4 CORE 25 mm    PVC/SWA/CU2

TPN RCD

100A/300mA

13

10

9

11

6

8

7

5

BR Y N

10A
1

2

4

3

BR Y

PVC / Cu
1 x 6

e.c.c

32A

20A

10A

10A

3 x 1.5  PVC/Cu

6 WAY TPN DISTRIBUTION BOARD WITH

100A/300mA TPN INTEGRAL RCD INCOMER AND

OUTGOING MCBs

06 LIGHT POINTS  (C-L2)3 x 1.5  PVC/Cu

06 LIGHT POINTS (C-L3)3 x 1.5  PVC/Cu

06 LIGHT POINTS  (C-L1)

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(C-L12)

10A

10A

10A

10A

10A

10A

20A

32A

32A

20A

20A

20A

20A

14

15

16

17

18

12

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(C-L13)

06LIGHT POINTS (C-L4)3 x 1.5  PVC/Cu

06 LIGHT POINTS (C-L5)3 x 1.5  PVC/Cu

07 LIGHT POINTS (C-L6)3 x 1.5  PVC/Cu

SPARE (C-L7)3 x 1.5  PVC/Cu

10 FANS (C-L8)3 x 1.5  PVC/Cu

06 FANS (C-L9)3 x 1.5  PVC/Cu

AIR CONDITION BTU 18000  (C-L10)3 x 1.5  PVC/Cu

13A, 4 S/SOCKETS:RADIAL (C-L11)3 x 1.5  PVC/Cu

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(C-L14)

Spare

 AIR CONDITION BTU 18000 (C-L15)

 AIR CONDITION BTU 18000 (C-L16)

 AIR CONDITION BTU 18000 (C-L17)

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

216

216

216

216

216

252

400

240

3200

4800

4800

4800

1500

1500

1500

1500

8508

 AIR CONDITION BTU 18000 (C-L18) 1500

103328232
27072 TOTAL CONNECTED LOAD(UNDIVERSIFIED)  -

4 CORE 25 mm    PVC/SWA/CU2

TPN RCD

100A/300mA

13

10

9

11

6

8

7

5

BR Y N

10A
1

2

4

3

BR Y

FIRST FLOOR DISTRIBUTION BOARD (DB-D)

PVC / Cu
1 x 6

e.c.c

32A

10A

10A

10A

3 x 1.5  PVC/Cu

6 WAY TPN DISTRIBUTION BOARD WITH

100A/300mA TPN INTEGRAL RCD INCOMER AND
OUTGOING MCBs

06 LIGHT POINTS  (D-L2)3 x 1.5  PVC/Cu

06 LIGHT POINTS (D-L3)3 x 1.5  PVC/Cu

06 LIGHT POINTS  (D-L1)

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(D-L12)

10A

10A

10A

10A

10A

10A

10A

32A

32A

20A

20A

20A

20A

14

15

16

17

18

12

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(D-L13)

06LIGHT POINTS (D-L4)3 x 1.5  PVC/Cu

06 LIGHT POINTS (D-L5)3 x 1.5  PVC/Cu

08 LIGHT POINTS (D-L6)3 x 1.5  PVC/Cu

08 LIGHT POINTS (D-L7)3 x 1.5  PVC/Cu

10 FANS (D-L8)3 x 1.5  PVC/Cu

10 FANS (D-L9)3 x 1.5  PVC/Cu

08 LIGHT POINTS  (D-L10)3 x 1.5  PVC/Cu

06 LIGHT POINTS (D-L11)3 x 1.5  PVC/Cu

3 x 2.5  PVC/Cu  13A, 10 S/SOCKETS: RADIAL(D-L14)

Spare

 SPARE (D-L15)

 SPARE (D-L16)

 SPARE (D-L17)

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

3 x 2.5  PVC/Cu

216

216

216

216

216

288

288

400

400

288

216

4800

4800

4800

5808 5848 5704

17360

FIRST FLOOR DISTRIBUTION BOARD (DB-C)

ELECTRICAL DISTRIBUTION BOARD C&D



Project number

MARCH, 2020Date

GATE HOUSE BLOCK

IAS

Drawn by

Checked by

ELECTRICAL PLAN &DISTRIBUTION BOARD

Scale

Drawing title

EEC

1:100

E105

President Office, Regional Administration and Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma.

CLIENT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

PROJECT

PROPOSED STANDARD DRAWINGS FOR DISTRICT COUNCILS
OFFICE IN TANZANIA

T
O

T
A

L
 C

O
N

N
E

C
T

E
D

 L
O

A
D

(U
N

D
IV

E
R

S
IF

IE
D

) 
 -

4
 C

O
R

E
 1

6
 m

m
  

  
P

V
C

/S
W

A
/C

U
2

T
P

N
 R

C
D

1
0
0
A

/3
0
0
m

A

1
0

9 116 875

B
R

Y
N

1
0
A

1 2 43

B
R

Y

F
IR

S
T

 F
L

O
O

R
 D

IS
T

R
IB

U
T

IO
N

 B
O

A
R

D
 (

D
B

-E
)

2
0
A

2
0
A

1
0
A

1
0
A

3
 x

 1
.5

  
P

V
C

/C
u

4
 W

A
Y

 T
P

N
 D

IS
T

R
IB

U
T

IO
N

 B
O

A
R

D
 W

IT
H

1
0
0
A

/3
0
0
m

A
 T

P
N

 I
N

T
E

G
R

A
L
 R

C
D

 I
N

C
O

M
E

R
 A

N
D

O
U

T
G

O
IN

G
 M

C
B

s

 S
P

A
R

E
  

(E
-L

2
)

3
 x

 1
.5

  
P

V
C

/C
u

0
1

 B
U

S
T

E
R

 P
U

M
P

 (
E

-L
3

)
3
 x

 1
.5

  
P

V
C

/C
u

0
6
 L

IG
H

T
 P

O
IN

T
S

 +
1

F
A

N
S

  
(E

-L
1

)

3
 x

 2
.5

  
P

V
C

/C
u

 1
3

A
, 

0
1

 S
/S

O
C

K
E

T
S

: 
R

A
D

IA
L

(E
-L

1
2

)

1
5
A

1
5
A

1
5
A

1
5
A

1
5
A

1
5
A

2
0
A

1
2

0
5

 S
E

C
U

R
IT

Y
L

IG
H

T
 P

O
IN

T
S

 (
E

-L
4

)
3
 x

 1
.5

  
P

V
C

/C
u

0
5

 S
E

C
U

R
IT

Y
 L

IG
H

T
 P

O
IN

T
S

 (
E

-L
5

)
3
 x

 1
.5

  
P

V
C

/C
u

0
5

 S
E

C
U

R
IT

Y
 L

IG
H

T
 P

O
IN

T
S

 (
E

-L
6

)
3
 x

 1
.5

  
P

V
C

/C
u

0
5

 S
E

C
U

R
IT

Y
 L

IG
H

T
 P

O
IN

T
S

 (
E

-L
7

)
3

 x
 1

.5
  

P
V

C
/C

u

0
5

 S
E

C
U

R
IT

Y
 L

IG
H

T
 P

O
IN

T
 (

E
-L

8
)

3
 x

 1
.5

  
P

V
C

/C
u

0
5

 S
E

C
U

R
IT

Y
 L

IG
H

T
 P

O
IN

T
 (

E
-L

9
)

3
 x

 1
.5

  
P

V
C

/C
u

0
1

 B
U

S
T

E
R

 P
U

M
P

  
(E

-L
1

0
)

3
 x

 2
.5

  
P

V
C

/C
u

0
2

 B
U

S
T

E
R

 P
U

M
P

 (
E

-L
11

)
3
 x

 1
.5

  
P

V
C

/C
u

5
1
2

- 7
4
6

5
0
0

5
0
0

5
0
0

5
0
0

5
0
0

5
0
0

7
4
6

7
4
6

8
0
0

2
2
5
8
2
4
9
6
1
8
0
0

6
5
5
4

WC TOILET

W
A
IT

IN
G

S
E
C

U
R
IT

Y

REGISTRATION

2

DB-E

D1

W1

3
,0

0
0

2
,0

0
0

W
13,000

2,000

W
1 3,000

2,000

W
1 3,000

2,000

GENERATOR
ROOM

2

POWER HOUSE BLOCK



IAS

 E/106
CHECKED BY;

DRAWING TITLE

DRAWN BY;

PROJECT NO.

EEC

CLIENT

PROPOSED STANDARD DRAWINGS FOR  DISTRICT
COUNCILS OFFICE  IN TANZANIA

PROJECT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

President Office, Regional Administration and
Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma. DATE MARCH,2020 SCALE   1;100

ELECTRICAL DISTRIBUTION BOARD C&D

MOUNTING HEIGHTSYMBOL DESCRIPTION

Distribution Board with integral RCD 2000 mm AFFL

Bulkhead light Fitting Wall Mounted

On Ceilling

4FT Single  Fluorecent Light

On Ceilling

Ceilling Fan On Ceilling

Fan Regulator 1500 mm AFFL

1 gang 1way Switch 1500 mm AFFL

1500 mm AFFL

1500 mm AFFL

1 gang 2way Switch

2 gang 2way Switch

KEY TO SYMBOLS AND ABBREVIATION

2
22

Energy Saver Ceilling Light C/w holder

4FT  Fluorecent Light

On ceilling

1500 mm AFFL3 gang 1way Switch

2 gang 1way Switch 1500 mm AFFL

3

2

Twin Switch Socket 450 mm AFFL

4 gang 1way Switch
4

Cooker control unit

AC Air condition

1200 mm AFFL

1500 mm AFFL

2500 mm AFFL

Earth point 2500 mm Underground

SWA

SPN

TPN

DB

Steel wire armoured

Single phase and neutral

Three phase and neutral

Distribution board

DP switch

s Fire smoke ditector

MOUNTING HEIGHTSYMBOL DESCRIPTION
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10%
RAMP

10%
RAMP

185sqmm 1core pure cu cable

4x16mmx1500mm pure
cu earth rod

Lightning
arrester

Lightning
arrester

NOTES
1. Only areas of the country where are suscep�ble to lightning strikes and only few structure
require a lightning protec�on system
2.System should be installed correctly to enssure safety and protec�on are added to the
building.
3.All low voltage cabling to be located a mimimum of 1800mm from lightning protec�on.
4.Any metalic elements that rise above the roof should be connected to the closest down
conductor.
5.The rou�ng of the down conductor should be as straight as possible following the shortest
parth avoiding sharp bends.
6.The bending radii shoud not be less than 20cm.
7.The grounding system should be placed in a registry cage in order to do periodical inspec�ons.
8.The resistance value measured using conven�onal equipment should be less than 10ohms.
9.All earthing system for a same structure should be interconnected.
10. To achieve lower soil resis�vity mineral compound(salt, chacoal )should be added.
11.Down conductors will placed preferably at the external part of the structure.
12. Lightning arrester rod should be installed to the high rise building
13. Installa�on of lightning arrester should be performed by technically qualified personnel

LIGHTNING ARRESTER PLAN
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UTAWALA NA UTUMISHI

WAITING

MTUNZA FEDHA

(CASHIER)

SECRETARY
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REVENUE

DISTRICT
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WAITING

3 NO.
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EPICOR

STRONG ROOM

STOO YA NYARAKA

MAAFISA MIFUGO
NA UVUVI 2 N0.

MKUU WA IDARA

YA MAENDELEO YA JAMII

MAAFISA

UNUNUZI 4NO.
MKUU WA KITENGO
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CHUMBA CHA MIKUTANO

AFISA BIASHARA
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MAPOKEZI

KATIBU MHUTASI

MKUU WA IDARA

IDARA YA USAFI  WA
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MAAFISA
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STOO YA UCHAGUZI

GENTS

LADIES

GENTS

DISABLED

WAITING AREA

LADIES

DISABLED

OFF LOADING AREA

DUCT DUCT

REAR VERRANDAH REAR VERRANDAH

MKUU WA IDARA

MIFUGO NA UVUVI

GENERATOR
ROOM

RAMP UP
±1.410

RAMP UP
±0.600

4

1

3

NORTH

UP

8

2

7

10
9

11

WC

MWENYEKITI WA HALMASHAURI

COMMITEE CLERK

UTILITY

WAITING

MASJALA YA

SIRI

MKUU WA KITENGO
CHA TEHAMA

CCTV ROOM/SERVER ROOM.

ICT OFFICER

MAAFISA

MAENDELEO YA

JAMII 3  NO.

KATIBU MHUTASI
WAITING

WAITING

TEA PANTRY

CHUMBA CHA MIKUTANO

MAAFISA BIASHARA

MAIN ROAD TO LGA OFFICE

POWER ROOM

 4

 2
 25SQMM, SWA

 25SQMM, SWA
 2  2

5
S

Q
M

M
, 

S
W

A

IAS

 E/108
CHECKED BY;

DRAWING TITLE

DRAWN BY;

PROJECT NO.

EEC

CLIENT

PROPOSED STANDARD DRAWINGS FOR  DISTRICT
COUNCILS OFFICE  IN TANZANIA

PROJECT

PRESIDENT'S OFFICE, REGIONAL ADMINISTRATION AND LOCAL
GOVERNMENT MKAPA BUILDING, P.O.BOX 1923,41185 DODOMA.

POWER SUPPLYPresident Office, Regional Administration and
Local Government,
Government City- Mtumba,
TAMISEMI Street
P.O.Box 1923,
41185 Dodoma. DATE MARCH,2020 SCALE   1;100


	1 R-ELECTRICAL _ G.pdf (p.1)
	2 R-ELECTRICAL _ F.pdf (p.2)
	3 R-ELECTRICAL _ DB103.pdf (p.3)
	4 R-ELECTRICAL _ CD104.pdf (p.4)
	5 R-ELECTRICAL _ 105.pdf (p.5)
	6 R-ELECTRICAL _ CB106.pdf (p.6)
	7 R-ELECTRICAL _E 107.pdf (p.7)
	8 electrical E108 _ 0.pdf (p.8)

